804.3.4 Horizontal terminations. Horizontal terminations
shall comply with the following requirements:

1. Where located adjacent to walkways, the termination
of mechanical draft systems shall be not less than 7
feet (2134 mm) above the level of the walkway.

2. Vents shall terminate at least 3 feet (914 mm) above
any forced air inlet located within 10 feet (3048 mm).




